Title V Semi-Annual Monitoring Verification Report

Applicable Limits and Compliance Monitoring

This report summarizes the applicable source — specific emission limits for the
Cogeneration Plant, facility #A0621. The following table shows the relationship between each

emission limit and the associated compliance monitoring provisions, if any. The monitoring frequency
indicates whether periodic (P) or continuous (C) monitoring is required. Also, for periodic
monitoring, the frequency of the monitoring is shown: annual (A), quarterly (Q), monthly (M),

weekly (W), daily (D), or on an event basis (E). No monitoring (N) is required if the current

applicable rule or regulation does not require monitoring — where our facility’s operation will not
deviate from the applicable emission limit based upon the nature of its operation. The last two
columns indicate our facility’s compliance from September 1, 2014 through February 28, 2015.

(Adapted from Table VII-A of the Major Facility Review Permit)
Applicable Limits and Compliance Monitoring Requirements
S1, S2-Gas Turbines w/Water Injection
S3, S4-Duct Burners

Emission Future Monitoring Monitoring oo <
T‘{il::i: s Limit 5;'-:“ Effective Emission Limit Requirement | Frequency Mo_rr'uto:ng Co_?;gmgce
Citation Date Citation (PICIN) yp
BAAQMD
PM Regulation N Ringelmann 1.0 N Yes (1)
6-1-301
sSIP
PM Regulation Y Ringelmann 1.0 N Yes (1)
6-301
BAAQMD
FP Regulation N Ota gr/c(ijs::f @6% N Yes (1}
6-1-310.3
SIP 5
FP Regulation N 0.15 gr/cgscf @ 6% N Yes (1)
6-1-310.3 2
Condition
#14194,
BAAQMD 42 ppmyv Part 9 and
NOx 9-9-301.1.1 N @15% Oz (dry) 10, P/A Source test Yes (1)
BAAQMD
9-9-504

City of Santa Clara, Silicon Valley Power
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(Adapted from Table VII-A of the Major Facility Review Permit)

Applicable Limits and Compliance Monitoring Requirements (continued)
S1, S2-Gas Turbines w/Water Injection
S3, S4-Duct Burners

o Future Monitoring Monitoring o ;
Type of Emission FE . . _ . Menitoring | Compliance
ot o el o Effective | Emission Limit Requirement | Frequency
Limit Limit Citation | Y/N Date Citation (PICIN) Type YesiNo
Condition
SIP 42 ppmv
NOx Y 5 #14194, P/A Source test Yes
9-9-301.1.1 @ 15% Oz (dry) parts 9 and 10
Candition Water-to-
SIP 42 ppmv
NOx Y #14194, C fuel Yes
9-9-301.1.1 @ 15% Oz(dry) part 8 monitoring
NSPS
Subpart NSPS Water-to-
GG Y @ }ggpgm(\é ) Subpart GG C fuel Yes (1)
60.332 0 Selety. 60.334(a) monitoring
(a)(2)
42 ppmv
0,
Condition @elitftﬁ’fb(iﬁg)' Condition
NOx #14194, Y (except durin #14194, P/A Source test Yes
Part 4 e rt'pr g | parts 9and 10
shutdown)
42 ppmv
Q,
Condition @ 15% 02(d). | congiion Water-to-
NOx #14194, Y (except durin #14194, C fuel Yes
Part 4 Sta rt% pan dg part8 monitoring
shutdown)
42 ppmy
0,
Condition @19% O: [d). | Coniion
NOx #14194, Y EURBlEmEREL #14194, P/A Source test Yes
Part 5 ptf’umer parts 9 and 10
combination

City of Santa Clara, Silicon Valley Power
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(Adapted from Table VII-A of the Major Facility Review Permit)

Applicable Limits and Compliance Monitoring Requirements (continued)
S1, S2-Gas Turbines w/Water Injection

S3, S4-Duct Burners
.. Future Monitoring Monitoring P ;
T{Pe.‘)f ‘Er_ms'-smp FE Effective | Emission Limit | Requirement | Frequency Monitoring | Gampliance
imit Limit Citation | Y/N Date Citation (PICIN) Type Yes/No
Ground level
concentrations:
0.5 ppm for 3
Consecutive
minutes,
S02 e | ¥ 0.25 ppm N Yes (1)
averaged over
60 consecutive
minutes, 0.05
ppm averaged
over 24 hours
300 pprn (dry)
B;‘?_%&D Y general emission N Yes (1)
limitation
40 CFR 60 0.8% (wt) 40 CFR 60
Subpart GG Y fuel sulfur Subpart GG N None Yes (1)
60.333 (b) content 60.334 (h)(3)
BAAQMD BAAQMD :
e 55.1 MMBTU/hr o Continuous
UFSL;egle C;;T':tlszn 4 heatinput C;'E]Igzn C EuellUsage Yes
part 2 (each turbine) part 7 Monitors
BAAQMD 13.5 MMBTU/hr BAAQMD .
Condition v Heat input Condition c gﬁgf’ﬂgg”ﬁ Ves
#14194 (each duct #14194 e
part 3 burner) part 7
Water- BAAQMD BAAQMD Continuous
to- Condtion | ngtertoTyel 1 Condition & Water-to- Ves
Fuel #14194 82% ( wt)" #14194 Fuel
Ratio pait6 ’ part 7 Monitoring

City of Santa Clara, Silicon Valley Power
Cogeneration Plant Facility #A0621




(Adapted from Table VII-A of the Major Facility Review Permit)
Applicable Limits and Compliance Monitoring Requirements (continued)
S1, S2-Gas Turbines w/Water Injection
S3, S4-Duct Burners

S Future Monitoring Monitoring . :
Type of Emission FE . i _— . Monitoring | Compliance
e R Effective | Emission Limit | Requirement | Frequency
limit Limit Citation | Y/N Date Citation (PICIN} Type YesiNo
Condition Water-to-
NOX | goana | N {“52:,/"%”‘2’ ) | 14194 & fuel Yes
o @ 15% Oz (dry part 8 monitoring
Condition
#14104,
BAAQMD 42 ppmv parts 9 and
NOx 0-9-301.2 N. @ 15% Oz (dry 10, P/A Source test Yes
BAAQMD
9-8-504
Condition Water-to-
NOX el Y 8 1“;,}%“‘2’ iy | #4184 c fuel Yes
: o Ty part 8 monitoring
Up to 60
months
aftgr Condition
AvailE #14104
BAAQMD hility of 35 ppmv -
NOx 9-9-301.2 N OISR @15% 02 (dry) 1335;2 grlcndD PIA Source test N/A
cially '9_0 o
avaiiable =
tech-
nology
Up to 60
months
after
availa- e
BAAQMD bility of 35 ppmv Condition Water-to-
NOx 0.9.301.2 N e @15% 02 (dry) #14194, Cc fuel N/A
’ - Part 8 monitoring
cially
available
tech-
nology

City of Santa Clara, Silicon Valley Power
Cogeneration Plant Facility #A0621




(Adapted from Table VII-A of the Major Facility Review Permit)
Applicable Limits and Compliance Monitoring Requirements (continued)

S1, S2-Gas Turbines w/Water Injection

S3, S4-Duct Burners
Emission Future Monitoring | Monitoring - .
T{ﬁ_ﬁigf Limit \I,:;; Effective Emission Limit Requirement | Frequency Mo_rlllt::ng Co;r; ;;Ilﬁgce
Citation Date Citation (PICIN) y
inoperaton 15 consecutive Rovords
for Para. | BAAQMD | daysfincident and 30 BAAQMD P/D for All Yes
nstric 1-523.2 calendar days/12 1-523.4 Barametic
Monitors sty peried Monitors

(1) This facility uses PUC pipeline quality natural gas. Enforceable limits are “subsumed” by use of this fuel.

(Reference: Section IX “Permit Shield” of this plant’s Major Facility Review Permit.

City of Santa Clara, Silicon Valley Power
Cogeneration Plant Facility #A0621




COGENERATION SEMIANNUAL MONITORING REPORT

Excess Emission and Monitoring System Performance Report for BAAQMD & USEPA

Permit to Operate Condition No. 14194 (8-1, 2, 3 & 4)

BAAQMD Plant # 621-Silicon Valley Power COGENERATION PLANT NO. 1

Report for the peried from | Sep-15 |through] Feb—16]

|. Hours of Plant Operation:

For 6 months,

From | sep15] To | Feb-16

§-1 Gas Turbine

S-2 Gas Turbine

$-3 Supplemental Burner| S-4 Supplemental Burner

Hours of Operation 3,466 3,571 0 0
Il. Periods Water to Fuel Ratio Was Outside Permitted Range:
] Start Corrected Duration Ave Fuel Consu_mption and Turbine
Unit Load During Excursion Remarks
Date Time Date Time {hr:min}) MMBTU/HR KW
1 Water to Fuel Ratio was inside range
2 Water to Fuel Ratio was inside range
lll. Continuous Monitoring System Malfunctions:
Unit Start Corrected Duration Ave Fuel Consumption and Turbine Remarks
Load During Monitor Malfunction
Date Time Date Time (hr:min) MMBTU/HR KW
1 None s o ;
Continuous monitoring system was operative for the
entire reporting period.
2 None
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V. Monthly Operating Data:

(The following menthly data provides the basis of the three summary tables found on page 1)

S 15 UNIT 1 UNIT 2
ep- 8-1 Gas Turbine S-3 Supp Burner S-2 Gas Turbine S-4 Supp Bumer
AVQZAHC | ol sed Fuel Used AVQHE | o sed Fuel Used
Day Hzlgftli::el MMBTU Hrs MWH MMBTU Hrs HZFS)EFE:BI MMBTU Hrs MwH MMBTU Hrs
(1) {1) {1) (1)
1 0.59 1,144.16; 24.00 76.46 0.00 0.00 Q.59 1,104.86 24.001 7317 Q.00 0.00]
2 0.59 1,057.88 24.00 68.13) 0,00 0.00 0.59) 1,047.80 24,00 67.65 0.00 0.00]
3 0.59 1,050.83 24.00 67.51 0.00 0.00 Q.59 1,044.56 24.00 67.38 0.00 0.00]
4 0.59 1,066.43 24,00 68.71 0.00 0.00] 0.59 1,067.45 24.00 68.32 .00 0.00
5 0.59] 1,056.28| 24,00 67.51 0.00 0.00 Q.59 1,060.75 24.00 57.40 .00 0.00
] 0.59 £51.89 22.00] €1.57 0.00 0.00 0.59 1,069.94; 24.00 0.00] .00 0.00]
7 0.55 176.42] 5.00 11.37 0.00 0.00 0.59 1,084.07| 24.00 70.72 0.00 0.00
8 0.00 0,00 0.00 0.00 0.00, 0.00 0.59) 1,074.63 24.00] 70.39] 0.00 0.00]
8 0.59, 2.08 3.00 0.21 0.00! 0.00] 0.59] 1,068.99 24,00 70.09 0.00] 0.00}
1¢ 0.59, 747.79 18.00 49.53 0.00 0.00] 0.59 759.96 19.09] 49.93 0.00] 0.00]
11 0.59| 569.25 15.00 36.65 0.00 0.00 059 920.74 21.00] $0.20 2.00 0.00)
12 0.59 1,045.60 24.00] 67.95 0.00 0.00 0.59 1,091.72 24.00) 71.49 0.00 0.00)
13 0.59, 1,079.48 24.00| 71.40 .00 0.00 0.58 1.084.37 24.00: 7141 0.00] 0.00)
14 0.59 1,085.43 24.00] 71.44 0.00 0.00; 0.59) 1,094.52 24,00 71.74 0.00 0.00)
15 0.58 1,115.40 24.00) 7429 0.00 0.00) 0.59 4,100.81 24.00 72.24 0.00 0.00)
18 0.5¢ 1,103.31 24.00] 72.66 0.c0 0.00 0.58 1,078.34 24.00 69.83 0.00 0.00)
7 0.58 1,130.97 24.00] 7565 0.00 0,00 0.59 1,108.77 24.00 72.76] 0.00 0.00
18 0.58 1,079.95 24.00, 71.20 0.00 0.90 0.59 1,066.94 24.00] 89.37 0.00 0.00
19 Q.59 1.070.70 24.00 70.77 0.00 0.00 0.59 1,088.27 24.00 89.63 0.00 0.00,
20 0.59 1.056.67 24.00 69.83 0.00] 0.00 0.59 1,044.78 24.00] 87.88 0.00 Q.00
21 0.58 1,045.16 24.00 68.80 0.00 0.00 0.59 1,032.88 24.00 86.74 0.00| 9.00
22 0.59 1,080.01 24.00 71.93 0.00 0.00 0.59] 108372 24.00 70.76 0.00] C.00]
23 0.59 1,156.68 24.00 78.25 Q.00 0.00 0.59 1,101.88 24.00 72,65 0.00 C.00
24 0.58 1,156.57 24.00 78.58 0.00 0.00 0.59 1,082.98 24.00 71.28 0.00] 0.00]
23 Q.59 1,161.60 24.00] 78.92 0.00 0.00 0.59 1,002.78 24.00 72.00 .00 0.00
28 0.59| 1,160.73 24,00 78.96 0.00 0.00 0.59 1,098.25 24.00 7243 0.00 0.00)
27 0.59 1,112.43 24.00 7466 0.00 0.00 0.59 1,088.65 24.00 71.80 0.00 0.00
28 0.59] 1,089.50 2400 68,29 0.00 0.00 0.59 1,088.22 24.00 71.44 0.00 0.00
29 0.59] 1,070.67 2400 69.43) 0.00 0.00 0.59 1,088.23| 24.00 7162 0.00] 0.00
30 0.59] 1,068.11 24.00 69.35] 0.00 0.00 0.59 1,067.93 24.00 £9.14 0.00 0.00
31
TOTAL 28,681.24 839.00| 1.891.00 0.00] 0.00 31,881.78 712,00 201138 0.00 0.00]
Oct-15 UNIT 1 UNIT 2
Ccts S-1 Gas Turbine S-3 Supp Burmer S-2 Gas Turbine S-4 Supp Burner
Avg 24Hr Avg 24Hr
Day H2O/Fuet F;i:s:ﬁd Hrs MwWH F::;g;ad Hrs H2O/Fuel F,:i:‘ :;:.[J'ﬂ Hrs MWH F;eh:l g;fjd Hes
Ratio Ratio
a () )] 1 () (2 4] ) 6] () ) {4.2)
1 0.59 1,084.22 24.00 70.87| 0.00 0.00 0.55 1,086.76 24.00] 68.01 0.00 0.00
2 0.59 1,122.44 24.00 73.85 0,00 0.00 Q.58 1.103.08 24.00 71.59 0,00 0.00]
3 0.59) 1,004.59 24.00] 71.18 0,00 0.00| 0.59 1,088.39 24.00 70.23 0.00 0.00]
4 0.59 1,132.69 24.00 74.81 0.00 0.00] 0.58 1,106.29 24.00] 72.12 0.00 0.00
5 0.59 1,120.47 24.00/ 73.85 0.00 0.00 0.59 1,081.71 24,00 72.99 0.00) 0.00)
8 0.59 1,144.39 24,00 75.64 0.00 0.00 0.59 1,089.21 24.00 7317 0.00 0.00]
7 0.59 1.060.62 24.00 87.85 0.00] 0.00 Q.59 1.080.76 24.00 68.18 0.00 0.00
8 0.59 1.094.60 24.00 71.88 0.00] 0.00] Q.58 1.081.59 24.00 70.23 0.00 0.00]
2] 0.58 1.096.07| 24.00! 71.78 0.00 0.00 0.59 1,086.95 24.00 10.48 0.00 0.00
10 0.59) 1,097.40 24.00 71.87 0.00 0.00] 0.58 1,085.73 24.00 71.40 0.00 0.00
1" 0.58 1.092.81 24.00 71.82 0.00 0.00 0.58 1,086.40 24.00 70.78| 0.00 0.00]
12 0.59 1,091.09 24.00 71.87 0.00 0.00 0.59 1,072.68 24.00| 69.68; 0.00 0.00
13 0.58 1,088.23 24.00 7164 0.00 0.00 0.59 1,087.87 24,00 69,13 0.00 0.00)
14 0.59 1,055.43 24.00 68,24 0.00, 0.00] 058 1,057.48 24.00] 68.01 000 0.00)
15 0.59 1,055.89 24.00 68.35 0.00. 0.00 0.59 1,057.77 24,00 67,85 0,00 0.00
18 0.59 1.050.96 24.00 £7.53, 0.00 0.00 0.59 1,050.02 24.00] 67.21 £.00 0.00]
17 0.59 1.089.44 24.00 70.74 0.00 0.00] 0.59 1,086.07 24.00 70.24 0.00 0.00]
18 0.59 1,072.87 24.00 89.21 0.00 0.00 0.58 1,073.92 24.00] 89.08 0.00 0.00)
19 0.59 1,062.25. 24.00 67.94 0.00 0.00] 0.59] 1.088.77 24.00 £8.17 0.00] 0.00]
20 0.59 1,070.18 24.00 68,60 0.00 0.00] 0.58 1,070.72 24.00 68.27] 0.00) 0.0C]
21 0.5¢ 1,125.75 24.00 7388 0.00 0.00 Q.59 1.102.88 24.00 71.44 0.00/ 0.06]
22 0.59 1.152.16 24.00 79.77 0.00 0.00] Q.59 1,113.28 24.00 72.40 0.00 ©.00]
23 0.59 1,202.58 24.00 80.41 0.00 0.00i 0.59 1,115.40 24.00 72.34 0.00 0.00
24 0.59 1,172.41 24.00 77.53 0.00 0.00 0.58 1,119.43 24,00 72,50 0.00 0.00;
25 0.59 1,184.02 24.00 76.64 0.00 0.00] 0.59 1,120.50 24.00 72.52 0.00 0.00)
26 0.59 1,162.45 24.00 76.59 0.00 0.00] 0.89 1,114.52 24.00] 72.05 0.00 0.00
27 0.59 1,164.85 24.00 76.55 0.00 0.00] 0.89 1,12331 24.00] 72.63 .00 0.00)
28 0.59 1,090.06 24.00 65,96 0.00 0.00 0.59 1,078.60 24.00] 688.78 0.00 0.00
29 0.59) 1,062.36 24.00 67.45 0.00 0.00 0.58 1,061.99 24.00 87.34 0.00 0.00
30 0.59 1,075.48 24.00 8462 0.00 0.00] 0.59 1,081.32 24.00 68.94 0.00 0.00;
31 0.59 1,058.70 24.00 56,901 0.00 0.00) 0.59 1.058.41 24.00 66.98] 0.00 0.00,
TJOTAL 34,251.41 744.0001 2,23388 0.00 0.00 33,658.58 744.00 2,175;1 0.00 0.00

(1) Fuel consumed is based on summarized ona minute actual #/Hr flow rates / 60 minvHr * 21,084 BTU# ( Gas ) normalized to the revenue mater to correct for Therm Factor,
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Nov-15 UNIT 1 UNIT 2
ov- 5-1 Gas Turbine 5-3 Supp Bumer 32 Gas Turbine S5-4 Supp Bumer
Avg 24Hr Avg 24Hr
Dy H2OfFuel F;';'I:;Ed Hrs MWH F;‘Ai; g;zd Hrs H2OMFuel F;;" ;’iﬁ" Hrs MWH F;j; ;‘if,“ Hrs
Ratio Ratio
6] ( a) )] [4)] (1.2) [6)] ()] [4)] 6] a) {1.2)
1 0.59, 1,117.82 25.00 7245 0.00] 0.60| 0.58] 1,115.16 25.00 71.76 0.00 0.00]
2 0.59 1,148.77 24.00 75.36 0.00 0.00 0.59 1,111.67 24.00 72.13 0.00) 0.00}
3 0.58 1,121.82 24.00 73.88 0.00 0.00 0.59 1,112.78| 24.00 72,95 Q.00 0.004
4 0.56 1,214.70 24.00 8238 0.00] 0.00] 0.5¢ 1,134.12 24.00 75.01 0.00 0.00
5 0.59 1,228.11 24.00 B83.43 0.00 0.00 0.5¢ 1,137.59 24.00 75.18 0.00: 0.09
B8 0.58 1,224.33 24.00 83.27 0.00 0.00 0.59 1,135.98 24.00 75.185 0.00 0.0
7 0.59 1,218.00 24.00 82.93 0.00 0.00 0.59 1,128.43 24.00 74.74 0.00 0.00
8 0,59 1,233.82 24.00 83.70 0.00 0.00 0.59 1,138.69 24.00] 75.27 0.00 0.00
] 0.58 1,241.78 24.00| 83.80] 0.00 0.00 0.59 1,157.38 24.00] 78.43 0.00 0.00
10 0.58 1,234.07 24.00 83.75 0.00 0.00 Q.58 1,157.88 24.00] 76.83 0.00 0.00]
11 0,59 1,212.44 24.00 81.58 0.00] 0.00] 0.59 1.141.73 24.00: 75.24 G.00 0.00
12 0.59 1,076.13 24.00] 69.17 0.00 0.00 0.59 1,070.21 24.00 68.79 0.00] 0.00]
13 0.59 1,110.09 24.00 72.60 0.00 0.00 0.59 1,104.96 24.00 72.23 0.00 .00
14 Q.59 9,101.34 24.00] 7213 0.00 0.00 Q.59 1,064.33 24.00 68.92 0.00 0.00]
12 0.59 1,143.07 24.00] 72.37 0.00 0.00 Q.59 1,099.684 24.00 71.52 0.00 0.00]
] 0.59 1,190.82 24.00 79.42 0.00 0.00 0.59 1,121.42 24.00 73.06 0.00 0.00)
17 0.59 1.121.24 24.00 73.34 0.00 0.00 0.59 1,086.38 24.00] 70.30 0.00 0.00)
18 0.59 1,197.23 24.00 80.32 0.00 .00 0.59] 1,141.40 24.00. 75.34] 0.00 0.00)
18 0.59 1,205.90 24.00 8128 0.00 0.00 0.58 1,137.68 24.00 75.13 0.00 0.00)
20 0.59 1,196.67 24,00 8093 0.00 0.00 0.59 1,12352 24.00 7427 €.00 0.00)
21 0.59 1,201.54 24.00 81.03 0.00 0.00 0.58 1,128.12 24.00 74.39 0.00 0.00
22 0.59 1,200.77 24.00 80.87 0.00 0.00 0.59 1,118.43 24.00 73.54 0.00 0.00;
23 0.59 1,211.52 24.00 81.35 0.00 0.00 0.59 1,134.00 24,00 74.48 0.00 0.00)
24 0,58 1,212.37 24,00 81.45 0.00 0.00 0,59 1,143.38 24.00 7548 0.00 0.00)
25 0.58 1,213.74 24.00] 81.51 0.00 0.00 059] 1,158.58 24.00 78.59 0.00 9.00
28 0.59 1,220.55 24.00] 81.84 0.00 0.00 0.59 1,172.02 24.00 77.72 0.00 0.00
27 0.58 1,230.40 24.00| 8264 0.00 0.00 0.59 1,138.26 24.00 74.52 .00 0.00
28 0.58 1,173.92 24.00] 77.43 0.00 0.00 0.59] 1,099.89 24.00 71.05 0.00 0.00
28 0.59 1,230.58 24.0C 82.56 0.00 0.00 0.59 1,162.48, 24.00 76.76] 0.00 0.00
30 0.59 1,240.85 24.00] 8363 0.00 0.00 0.59 1,173.32 24.00 77.81 .00 0.00]
31
TOTAL 35,673.38 721.00| 238507 0.00 0.00 33,850.64| 721.00 2,22280 0.00] 0.00]
Dec-15 UNIT 1 UNIT 2
ets 51 Gas Turbine S-3 Supp Burner 5-2 Gas Turbine S-4 Supp Bumer
Avg 24Hr Avg 24Hr
Day H20/Fuel Fmg;ﬁ" Hrs MWH Fm g;ﬁd Hrs H20/Fuel Fm g;ﬁd Hrs MWH Fm g;:d Hrs
Ratio Ratio
O] (1} L} () (U] 12 (4}] 4] a U (W] {1.2)
1 Q.59 1.134.82 24.00] 75.74 0.00 Q.00 Q.59 1,117.84 24.00] 73.88 0.00 0.00]
2 0.59] 1,159.40 24.00 77.22 0.00] 0.00 0.59 1.124.90 24.00 74.49 0.00. 0.004
3 0.59 1,181.02 24,00 78,86 0.00 0.00 0.59 1,135.84 24.00 75.34 0.00 0.00
4 C.59 1,068.69 22.00 70.71 0.00 0.00 0.58 1,025.76 22.00 €8.12 0.00, 0.00]
E] 0.59 942,69 22.00 60.98| 0.00 0.00 Q.58 914.88 21.00, 58.90 0.00 0.00]
] 0.59 1,160.81 24.00 76.65 0.00 0.00] 0.58 1,117.76 24.00 72.74 0.00 0.00;
7 0.59 1,163.15 24.00 76.67 0.00 0.00 0.59 1,125.52 24.00 73.17 0.00 0.00
[ 0.59 1,158.46 24,00 76.54 0.00 0.00 0.58 1,117.92 24.00 72.84 0.00) 0.00)
g 0.59 1,132.85 24.00 74.45 0.00 0.00 0.59] 1,087.70 24.00 71.27 0.00 0.00]
10 0.59 1,128.88 24.00 73.62 0.00 0.00 0.59 1,096.84 24.00 71.03 0.00 0.00]
1 0.59 1,165.84 24.00 77.23 0.00 0.00 0.58 1,089.35 24.00 70.36 .00 0.00]
12 0.59 1,188.14 24.00 77.04 0,00 0.00] 0.58 1,075.50 24.00 68,95 0.00 0.00]
13 0.58 1,200.76| 24.00 79.55 0.00] 0.00 0.59 1,134.09 24.00 73.77 0.00 0.00
14 0.58 1,158.22 24.00 76.12 0.00] 0.00] 0.59 1,104.08 24.00] 71.29 0.00 0.00]
15 0.59 1,150.20| 24.00 75.73 0.00| 0.00 0.59 1,110.40 24.00 7232 0.00 0.00]
18 0.58 1.213.21 24.00) 81.50 0.00 0.00] 0.59 1,146.99 24.00] 75.77 0.00 0.00
17 0.59) 1,210.08 24.00; 81.36 0.00 0.00 0.59 1,139.36 24.00| 75.20 0.00 0.00]
18 0.58 1,210.82 24.00 81.37 0.00 Q.00 0.58 1,131.84 24.00 74.54 0.00 0.00;
19 0.59 1,208.18 24.00. 81.43 0.00 0.00 0.58 1,132.33 24.00 74.78 0.00 0.00]
20 0.58 1.218.84 24.00 81.39 0.00] Q.00 0.58 1,158.34 24.00 78.48 0.00 0.00]
21 0.58 1,216.00 24.00 81.38 0.00] 0.00 0.59 1,126.98 24.00] 73.88, 0.00 0.00;
22 0.58 1,203.18 24.00 80.74 0.00 0.00 0.8 1,117.23 24.00; 73.08 0.00 0.00
23 0.59 1,215.36 24.00 B81.45 0.00 0.00 0.58 1,141.91 24.00 74.84 0.00 0.00,
24 0.58 895,14, 14.00 45.83 0.00 0.00 0.589 57321 15.00 44.08 0.00 0.00)
25 0.00 0.00 0.00 0,00 0.00 0.00 0.00 0.00 0.00 0.00] 0.00 0.00]
26 0.00 0.00] 0.00 0.00 0.00 0.00] 0.00 0.08 0.00 0.00 0.00 0.60
27 0.00 0.00] 0.00] 0.00 0.00 0.00 0.00 D.00 0.00 0.00] 0.00] 0.00]
28 0.58 601.05 17.00 38,93 0.00 0.00 0.5¢ 765.24 21.00 44.78 0.00 0.00)
29 0.59 1,182.49 24.00 78.13 C.00 0.00 0.58 1,128.98 24.00 73.31 0.00 0.00
30 0.58 1,218.05 24.00 B81.09 .00 0.00 0.59 1,157.28 24.00 75.83 0.00 0.0
31 1.59 1,215.62 24 00| 81.09 0.00 0.00 0.59 1,156.92 24.00 75.83 0.00 0.00)
TOTAL -t 31,665.91 €51.00] 2,100.79 0.00 0.00| 30,365.03 655.00 1.9ao.q 0.00 0.0C}

{1} Fuel consumed is based on summarized one minute actual #/Hr flow rates / 60 min/Hr * 21,084 BTU/# ( Gas ) normalized to the revenue meter to corract for Therm Factor.
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J 16 UNIT 1 UNIT 2
an: S1 Gas Turtine S-3 Supp Burmer S-2 Gas Turbine 54 Supp Bumer
Avg 24Hr Avg 24Hr
pay | Heoruel F;:;;Ed Hrs MWH F;eh:‘g;:’d Hrs H2OfFuel F;ﬂ:;ad Hrs MWH F,:i:' :;Sd Hrs
Ratio Ratio
(1 ) 4] [} () 4.2 [}] [4}] I )] ()] {4.2)
1 0.59 1,057.77 24.00 81,16 0.00 0.00 0.59 1,252.88] 24.00 76.068 0.00 0.00]
2 0,59 1,060.48 24.00 81.54 0.00] 0.00 0.59 1,244.18] 24.00 75.42 0.00 0.00]
3 0.59 1,055.13| 24.00] 81.22 0.00] 0.00 0.59 1,230.68 24.00 74,48 0.00 0.00]
4 0.59 1,051.96 24.00] 80.92 0.00 0,00 0.58 1,205.26 24.00 72.56 0.00 0.00
L] 0.59] 1,060.04 24.00 81.21 0.00 0.00 0.58 1.221.75 24.00 73.53 0.00 0.00
8 0.54 896,06 24,00/ 6§7.21 0.00] 0.00 0.59 1.231.04 24.00 74.26 0.0 ©.00,
7 0.59 1,045.48 24,00 80.07] 0.00 0.00 0.59) 1,234.92 24.00] 74.85 0.00] 0.00
8 0.59 1,061.18 24.00 81.47] 0.00] 0.00 0.59 1,240.82 24.00 75.23 .00 0.00
9 0.59 1,062.35 24.00 81.37] 0.00] 0.00 0.59 1,234.24 24.00 74.49 Q.00 0.00]
10 0.15! 266.75 8.00 20.31 9.00] 0.00] 0.15 313.92 8.00) 18.82 0.00 0.00)
11 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0,00 .00}
12 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00]
13 0.00 0.00 .00 0.00 0.00 0.00 0.00 0.00 0.00 0.00] 0.00 0.00]
14 0.00 0.00] 0.00 0.00 Q.00 Q.00 0.00 0.00 C.00| 0.00 0.00 0.00]
15 0.00 0.00] 0.00 .00 0.00] 0.00] 0.00. .00 0.00! 0.00 0.00 0.00)
16 0.00 0.00 Q.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
17 0.00 Q.00 0.00 0.00 0.00 ©.00] 0.00 .00 0.00 0.00 q.00 0.00,
18 0.00 0.00 0.00 0.00 .00 0.00| 0.00 0.00 0.00 0.00 0.00 0.0
19 0.00 0.00) 0.00] 0.00 0.00 0.00 0.00 0.00) 0.00 0.00) 0.00) 0.00)
20 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00]
21 0,00 0.00 0,00] 0.00 .00 0.00 0.00 0.00 0.00 0.00 0.00 0.00)
22 0.00 0.00] 0.00 0.00 0.00 0.00 0.00 0.00] 0.00 0.00 0.00 0.00)
23 0.00 0.00] 0.00] 0.00 0.00] Q.00 0.001 0.00! 0.00 0.00 .00 0.00)
24 0.00 0.00 0.00] 0.00 0.00 0.00 0.00 0.00 0.00 0,00 0.00 0.00;
25 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00) 0.00 0.00
26 0.00 0.00 0.00 0.00] 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00,
27 0.00] 0.00 0.00 0.00 0.00 0.00] 0.00 0.00] 0.00] 0.00 0.00 0.00
28 0.00] 0.00 0.00 0.00 0.00 0.00 0.00 0.00/ 0.00 Q.00 0.00 0.09]
29 0.00 0.00 0.00] 0.00 .00 0.00] 0.00 0.00 0.00 0.00 0.001 0.00
30 0.00, 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00] 0.00]
31 0,02 0.00! 0.00 0.00 0.20 0.00 .00 0.00] 0.00 0.00 0.00] 0.00!
TOTAL 961 72:1 224.00 738.49) 0.00] Q.00 11,409.68 224.00 689‘51 .00 0.00
Feb-16 UNIT 1 UNIT 2
eb- 5-1 Gas Turbine 5-3 Supp Burner S-2 GGas Turbine -4 Supp Burner
Avg 24Hr Avg 24Hr
bay | H2OFuel F;;g;zd Hrs MWH Fm g:ff Hrs H2O/Fuel Fmg:zd Hrs MWH F;'::;’;S" Hrs
Ratio Ratio
4] 0] (0 [4)] ) 12 (1 ) a 6] @ (1.2
1 0.00 0.00 0.00] ¢.00 0.00 0.00 0.00] 0.00] 0.00] 0.00 0.00 0.00
2 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00]
3 0.00] 0.00 0.00 0.00 0.00) 0.00 0.00 0.00 0.00 0.00 0.00 0.00}
a 0.00 0.00 0.00 0.00) 0.00) 0.00 0.00 0.00 0.00 0.00 0.00 0.00)
5 0.17| 369.54 9.00) 21.02 Q.00 0.00 0.17] 349.44 8.00 20.82 0.00 0.00]
8 0.59] 1,325.23 24.00| 82.87| Q.00 0.00 0.59) 1,282.91 24.001 80.98 0.00 0.00,
7 0.59 1.317.20 24.00, 82.74 0.00 0.00 0.58 1,.274.98 24.00| 80.68 0.00] 0.00
8 o.59| 1,317.40 24.00 82.47| 0.00 0.00 o.58| 127827 24,00 80,41 0.00 0.00]
9 0.59 1,319.69 24.00 82 87| 0.00 0.00 0.58 1,271.07 24.00/ 80.18 0.00] 0.00
10 0.59 1,320.21 24.00 83.10] Q.00 0.00 0.59 1,256.08 24.00 79.08 0.00] 0.00
1" 0.59 1,318.33 24.00 8271 0.00 0.00 0.58 1,268.20. 24.00 79.00 .00 .00}
12 0,59 1,330.03 24.00 83.37 0.00| 0.00 0.58 1,184 .45 24.00 79.31 0.00 0.004
13 0.59 1,332 86 24.00 83.47 0.00 0.00 .58 1,265.11 24.00 79.20 .00, 0.0
14 0,59 1,333.69 24.00 83.23 0,00 0,00 0.58 1,268.08 24.00 79.14 0.00 ©.00)
15 0.59] 1,303.24 24.00: 81.34 0.00 0.00 0.58 1,253.66 24.00] 78.47 0.00, .00}
18 0.59) 1,298,386 24.00 81.10 0.00 0.00] 0.59 1,244.10 24.00] 78.02 0.00 0.00)
17 0.59 1,317.48 24.00 82.23 0.00 0.00 0.59 1,232.18 24.00 79.32 0.00 0.00]
18 0.59 1,329.66 24.00, 82.75 0.00] 0.00 0.58 1,216.24 24.00 77.07 0.00 0.00]
18 0.55 1,309.34 24.00; 80.79| 0.00 0.00] 0.58 1,210.33 24.00 75.43 0.00 0.00
20 0.55 1,313.28| 24.00| 81.41 0.00 0.00] 0.58 1,227.77 24.00 76.78 0.00 0.00
21 Q.59 1,312.34 24.00] 81.28 0.00 0.00] 0.58 1,227.92 24.00 7665 0.00 0.00;
22 0.24 492.37 10.00 30.07 0.00 0.00] 0.24 485.77 10.00 28.78, 0.00 0.00
23 0.00 0.00 0.00 0.00] 0.00 0.00] 0.00: 0.00 0.00 0.c0 0.00 0.00
24 0.00 0.00 0.00 0.00 0.00 0.00] 0.34 550.82 15.00' 38.14 0.00 0.00
25 0.00 ¢.00 0.00 0.00 0.00 0.00 0.08 161.63 4.00 9.88 C.00 0.00
26 0.27] 519.40 12.00 30.55 0.00! 0.00] 052| 100912 22.00 5168 0.00 0.00)
27 053] 121496 24.00 74.00) 0.00 0.00) 059 118345 24.00 7418 0.00 0.00)
28 0.58 1,248 21 24.00 76.63 0.00 0.00 0.58 1,215.08 24.00 76.80 0.00 0.00
29 0.58 1,272.11 24.00 78.857 0.00 0.00 0.58 1,209.08 24.00 76.73 0.00 0.00
30
31
TOTAL 26,215.81 487.00] 1,628.98 0.00 0.00 28,203.79 515.00 1,648.86| 0.00] 0.00]

(1) Fuel consumed is based on summarized one minute actual #Hr fiow rates / 80 min/Hr * 21,084 BTUM ( Gas ) nommalized to the revenue meter to correct for Therm Factor.
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